The fast-increasing introduction of renewable energy sources (RESes) leads to some problems in electrical power network due to fluctuating generated power. A power system must be operated with provision of various reserve powers like governor free capacity, load frequency control and spinning reserve. Therefore, the generator's schedule (unit commitment schedule) should include the consideration of the various power reserves. In addition, it is necessary to calculate the annual operational costs of electric power systems by solving the unit commitment per week of thermal power generators and pumped storages in order to compare and examine the variance of the operational costs and the operating ratio of the generators throughout the year. This study proposes a novel annual analysis for the thermal power generator and pumped storages under a massive introduction of RESes. A weekly unit commitment schedule (start/stop planning) for thermal power generator and pumped storages has been modeled and calculated for one year evaluation. To solve the generator start/stop planning problem, Tabu search and interior point methods are adopted to solve the operation planning for thermal power generators and the output decision for pumped storages, respectively. It is demonstrated that the proposed method can analyze a one-year evaluation within practical time. In addition, by assuming load frequency control (LFC) constraints to cope with photovoltaic (PV) output fluctuations, the impact of the intensity of LFC constraints on the operational cost of the thermal power generator has been elucidated. The increment of the operational cost of the power supply with increasing PV introduction amount has been shown in concrete terms.
Introduction
Due to increased awareness of environmental issues in recent years and constraints on the CO 2 emissions that accompany the use of fossil fuels, expectations for power generation by renewable energy sources (RESes) have increased [1, 2] . In case of Japan, among RESes, the adoption of photovoltaics (PVs) and wind turbines (WTs) has rapidly increased following the issuance of feed-in tariff (FIT) in July 2012 [3] . As the end of 2015, over 25 GW of these RESes have been introduced throughout Japan [4] , and vigorous efforts are underway to achieve the Japanese government's PV2030+ goal [5] , instituted before the Tohoku great earthquake (11 March 2011) , on an accelerated schedule. 2 of 19 However, as PVs and WTs use natural energy as their primary energy source, their output fluctuates. It has therefore been pointed out that PVs and WTs could have a negative impact on the stable operation of a power system [6] . If the output of RESes is unrestrained in the near future in regions such as Hokkaido, Tohoku, and Kyushu as the introduction of PVs and WTs expands, then this could pose a legitimate issue for the power system [4] . One growing concern with the expanded use of RESes is the decrease in their output suppression [7] . Also, given the instability of RES output, when policies for power-system operation are formulated during the large-scale implementation of RESes, then the constraints on load frequency control (LFC) and governor-free system operation must be explicitly taken into account.
On the other hand, as large scale energy storage, pumped storage has been massively adopted in Japan to balance its electricity supply and demand, therefore the high quality of electricity can be maintained. At the end of 2009, the total capacity of pumped storages in Japan was about 25 GW, which represents over 8.5% of installed domestic power generation capacity [8] and is almost equal to 25% of the world total pumped-storage capacity. In addition, pumped storage has several advantages and characteristics including lower cost, applicability for large scale, and possibility for seasonal storage [9] . In addition, pumped storages can act as both supply and demand depending on the grid conditions. Other possible energy storage methods include batteries, hydrogen [10, 11] , and electric vehicles [12] , however they face some economic and technical challenges for large scale application. Optimal and advanced utilization of pumped storage is demanded in the future as the share of RESs increases.
Numerous evaluations of power facility plans spanning several years to several decades [13] [14] [15] [16] [17] [18] and considerable research on the formulation of power generation operation plans lasting one day to one week have been previously conducted [19] . Komiyama and Fujii [13] have studied the model for the mixed power generation in Japan considering the fluctuating output from both PVs and WTs using linear programming. Unfortunately, the linear programming method is considered unsuitable for finding the solution of non-linear problems, such as power loss, weather conditions, fuel cost, population, and economic activities [20, 21] . Therefore, the application of linear modeling in power system results in lower accuracy and it is also difficult to evaluate its validity with the real problems [22] . In addition, Aihara and Yokoyama [16] developed an operation scheduling method to simulate the Japanese weekly demand and supply considering large introduction of PV using dynamic programming. Unfortunately, dynamic programming faces some problems including the dimensionality, especially in the case of large-scale system [23] .
In order to conduct a comparative study of changes in operational costs and generator operation rates throughout a year, weekly operating plans for thermal power generator and hydroelectric power generator, especially pumped storage, must be formulated, and annual operating expenses must be calculated. Therefore, in order to perform year-round evaluations of power operation during the large-scale introduction of RESes, this study focus on the modeling of weekly-based operation plans of thermal power generators and pump storages throughout a year. A variety of power generators included in the modeling of this proposed method are thermal power plants (oil, coal, LNG, combined cycle (CC)), hydroelectric power plants (pump storages, dams, inflow), nuclear power plants, and RES generators (geothermal plants, PVs).
In addition, to achieve more definitive results of the unit commitment scheduling for thermal power generators and pumped storages, Tabu search and interior point method are adopted to calculate the operation plan for thermal power generators and pumped storages, respectively. Tabu search is currently one of the most effective methods for finding near-optimal solutions to combinatorial optimization problems [24] . This method emphasizes on the intelligent search with concept of neighborhood becomes one of the key factor. On the other hand, the interior point method has been used broadly in electric power systems to solve the optimization problems. It is capable of giving a solution for both linear and nonlinear convex optimization problems. Furthermore, the application of both Tabu search and interior point methods are expected to be able to result in more optimal operating conditions which have high compatibility with the actual operation. 
Generator Operation Model

Overview
In order to study generators operation during the large-scale introduction of RESes, a unit commitment (start/stop plan) for the generators is formulated. As shown in Figure 1 , the generators which are evaluated by this study are thermal power generators, pumped storages, and PV output control. On the other hand, nuclear, dam and inflow hydro, and geothermal power generators are considered as the base-load supplier, therefore, their output is basically fixed, except dam generation which is allotted to times of day when the load is large. The demand load is assumed to be mainly covered by these base-load supplier, with the remaining load is shared by thermal power generators and pumped storages. In addition, Figure 2 shows the power demand curve used in this study. The demanded power from thermal power generators and pumped storages are shown as a blue-colored area.
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Overview
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Modeling and System Conditions
Objective Function
Equation (1) is the objective function, F, which uses time increments of 1 week and formulates a plan covering 1 year, or 52 weeks. The equation minimizes fuel expenses and startup costs for thermal Energies 2017, 10, 738 4 of 19 power generators. Furthermore, for simplicity's sake, stop costs are not taken into consideration. Also, startup costs are fixed regardless of stop time:
where, U, C, and M are state variable of unit commitment or start/stop condition (0 = stop, 1 = start), start-up cost, and number of generators, respectively. In addition, f i (P it ) is generator fuel cost function of ith generator, which can be approximated as follows:
where, P it is generator output of ith generator and at time t. Furthermore, a i , b i , and c i are coefficients of fuel cost function for each corresponding order. Furthermore, in this study, there are three main different system conditions (constraints) which are assumed: operating conditions of power system, mechanical constraints of generator, and operating limitations of pumped storage.
Operating Conditions of Power System
The operating conditions of power system are shown in Equations (3)- (6) . Equation (3) expresses the supply and demand balance constraints, reconciling thermal power generators and pumped storages net output, PV output, and the amount of PV output suppression with the load:
where, P demand,t , PV output,t , and PV bound,t are demand load, PV output, and PV output suppression at corresponding time t, respectively. In addition, P Pump output,t and P Pump pumpup,t are output power during power generation and required power for pumping up at time t, correspondingly.
Equation (4) is a conditional expression that guarantees coordination to ensure the continuation of stable system operations if a prediction error regarding PV output occurs at a given point in time during the study. However, if PV output is redundant, it will be presumed to be suppressed, so the coordination of power output taking into account PV output suppression is guaranteed via thermal power generators at α% (coordination coefficient to respond to prediction errors of PV output) or higher:
where, P G max,i and P G min,i are maximum and minimum output considering the governor-free capacity of the ith generator, respectively.
Like Equation (4), Equation (5) guarantees coordination via thermal output generators at a load of β% (coordination coefficient to respond to prediction errors of demand load) or higher in order to ensure the continuation of stable system operations even if a prediction error regarding the load occurs at a given point in time during the study:
LFC constraint is expressed in Equation (6) [15] . As shown in Figure 3 , it is a limiting equation that compares the geometric means of the load short-time fluctuation of x% (coefficient for designated LFC amount to respond to short-term fluctuations in demand for power at given time of day) and the PV output short-term fluctuation of y% (coefficient for designated LFC amount to respond to short-term fluctuations in PV output at given time of day), taking into account PV output suppression, and guarantees a number of active generators so that the rated output of active thermal power generators is z% (coefficient for generator rated output to respond to short-term fluctuations during a given time of day) or above:
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Mechanical Constraint of Generator
The mechanical limitations of thermal power generators are expressed in Equations (7)- (9) . Equation (7) represents the ramp rate constraints that suppress the rate of change of output of each generator, which is a limiting condition spanning multiple times of day:
where, γ is limiting coefficient of changes in output. Furthermore, Equation (8) represents the upper and lower limit constraints for the output of each generator. Also, in order to maintain the governor-free capacity, limitations that include governor-free capacity within the upper and lower limits of the mechanical limitations are established, as follows:
Generators must continue operations for a given period of time or longer once activated for a variety of reasons. Similarly, once stopped, generators should remain stopped. Equation (9) expresses the minimum starting-up or stopping time constraints for each generator that represent these limitations.
where, Xit is defined as continuous time of ith generator for being activated or stopped. In addition MUTi and MDTi are minimum up time and minimum down time of ith generator, respectively: 
where, X it is defined as continuous time of ith generator for being activated or stopped. In addition MUT i and MDT i are minimum up time and minimum down time of ith generator, respectively:
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Operating Limitations of Pumped Storage
The operating limitations of pumped storage plants can be approximated as Equations (11) and (12) . Equation (11) In addition, Equation (12) expresses the limiting conditions regarding the storage capacity of the pumped storage plant:
where, η is operational efficiency of pumped storage.
Unit Commitment Schedule for Thermal Power Generators and Pumped Storages
Overview of Proposed Method
The issues defined in equations in Section 2.2 determine the optimum application of thermal power generator and pumped storages. However, in order to solve for all the decision variables simultaneously, the calculation time must be extended. Therefore, the plans for the operation of thermal power generators and pumped storages are separated; the operation status of each is held constant, and as each side resolves the problems of the other, the solutions for the separate issues are converged. The calculation process is flowcharted in Figure 4 .
The generator start/stop status U it is a decision variable set as 0 or 1, and the generator output Pit is a variable subordinate to U it . Pit applies the lambda-iteration method and is determined by the economic load dispatch (ELD).
On the other hand, the operation of the pumped storages is determined by the interior point method and the operation status of the thermal power generators determined by the Tabu search (U it , P it ) is fixed. The use plans for the thermal power generators and the pumped storages resolve each other, and when the solutions are converged, the calculations are concluded. 
Operating Plan for the Thermal Power Generators
With the issues that determine the use status of thermal power generators, the use status of the pumped storages is held constant, and a Tabu search is employed. From Equation (1), the objective function for the formulated problem, the Uit limitation only connects the time period t − 1 and the time period t; otherwise, the generator i and the time period t are completely separated. On the other hand, Equations (3)-(9), the limiting-condition equations, connect the ith generator with the other generators, and separating them is difficult. Therefore, the limiting conditions are relaxed to the objective function via a penalty coefficient method, and by applying a Tabu search, a suboptimal solution that fulfills the limiting conditions can be obtained.
As Uit is altered in a Tabu search, the limiting conditions are not necessary fulfilled by the neighborhood solutions. Therefore, in order to lead Uit in a direction that fulfills the limiting conditions, the penalty coefficients are multiplied to the degree to which the limiting conditions are violated and included in the objective function to relax it. The relaxed objective function used in the Tabu search is represented in Equation (13) 
With the issues that determine the use status of thermal power generators, the use status of the pumped storages is held constant, and a Tabu search is employed. From Equation (1), the objective function for the formulated problem, the U it limitation only connects the time period t − 1 and the time period t; otherwise, the generator i and the time period t are completely separated. On the other hand, Equations (3)-(9), the limiting-condition equations, connect the ith generator with the other generators, and separating them is difficult. Therefore, the limiting conditions are relaxed to the objective function via a penalty coefficient method, and by applying a Tabu search, a suboptimal solution that fulfills the limiting conditions can be obtained.
As U it is altered in a Tabu search, the limiting conditions are not necessary fulfilled by the neighborhood solutions. Therefore, in order to lead U it in a direction that fulfills the limiting conditions, the penalty coefficients are multiplied to the degree to which the limiting conditions are violated and included in the objective function to relax it. The relaxed objective function used in the Tabu search is represented in Equation (13) below:
where, Penalty 1 to Penalty 6 are penalty coefficients to represent the degree to which each limiting condition is violated In addition, Equations (14)- (16) are meant to organize and represent Equations (17)- (20):
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Using Equation (13), the relaxed objective function, the issue of the optimum use plan for the thermal power generators is formulated. The solution in the Tabu search is the variable (0 or 1) for the start/stop condition for the thermal power generator in each time period. The neighborhood solution approaches 1, and the terms of the current solution of U it are changed in one spot only. The Tabu length of the parameter in the Tabu search is set at the number of generators and repeated at specified number of times, whereby the suboptimal solution is found.
Operating Plan for Pumped Storage
The objective function related to the formulation of a plan for use of pumped storages is not directly included in the original problem formulated in Section 2.2. Therefore, the objective function used for the pumped storages operation plan needs to be newly defined. By fixing the status of the thermal power generators, it is possible to calculate the average unit fuel cost for each time period. By generating power using pumped storages at time periods when the average unit fuel cost for thermal power generators is high, it is possible to decrease their operational costs. In addition, the work consumed for pumping up the water by pumped storages can be provided in case of low fuel cost for thermal power generators and also during time periods when PV output is suppressed, therefore, the suppressed portion can be proactively used as power. In the latter case, it is presumed as freely available power. Furthermore, if there are often multiple pumped storages in a region, they are presumed to be aggregated into one. Equation (23) represents the objective function for the optimization problem of the operation plan for the pumped storages. The limiting conditions are represented in Equations (10)- (12):
where, aveC is the average unit fuel cost by time period. The interior point method is applied to the objective function of Equation (23) and the limiting conditions expressed in Equations (10)- (12) to obtain an optimal solution. Interior point method is considered as the most reliable method to solve the optimal power flow [25] .
Acceleration of Calculations
To accelerate the calculations used in this study, two steps are performed: (1) simplification of complex limiting conditions, and (2) reducing the number of neighborhood solutions in Tabu search.
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Simplification of Complex Limiting Conditions
By changing Equation (6), the LFC limitation formulated, the number of variables included in the limiting conditions can be reduced. When the first term on the right side of Equation (3) is transposed to the left side and substituted into Equation (5), and both sides are raised to the power of 2, the result is as depicted in Equation (24):
In Equation (24), the variable representing the suppression of PV output can be omitted from the limiting conditions, thus simplifying them. The PV output suppression variable can also be omitted from Equation (3) in the same manner. Therefore, the PV output suppression variable from the thermal power generator operation plan can be contained to Equation (3).
Reducing the Number of Neighborhood Solutions in Tabu Search
The Tabu search applied to the thermal power generator optimization presents a high calculation burden for the objective function of the neighborhood solution. This study focuses on the thermal power generator operating terms constrained by the operating conditions and reduces the number of neighborhood solutions.
In Equation (5), the limiting equation for the prediction error for the load, the left side is a fixed value for each time period t, so it determines the minimum number of activated generators for the generator activation state U it . Therefore, if the number of activated generators falls below the necessary number in the limiting conditions, it is assumed that the generators will not be switched to a stop state, and neighborhood solutions that switch activated generators to a stopped status will not be created. Through this operation, the number of neighborhood solutions calculated is reduced.
Similarly, Equation (4) used as a limiting equation for prediction errors for PV output, and the number of neighborhood solutions is reduced so that the number of active generators does not fall below the minimum.
Area Selection and Example of Numerical Calculation
Numerical calculation is carried out using the methods proposed so far until Section 3 and the validity of the method is examined. The system capacity, transmission capacity, authorized PV installation amount, PV introduction situation and connectable amount of each region in Japan refers to [26] and are shown in Figure 5 .
Simplification of Complex Limiting Conditions
Reducing the Number of Neighborhood Solutions in Tabu Search
In Equation (5), the limiting equation for the prediction error for the load, the left side is a fixed value for each time period t, so it determines the minimum number of activated generators for the generator activation state Uit. Therefore, if the number of activated generators falls below the necessary number in the limiting conditions, it is assumed that the generators will not be switched to a stop state, and neighborhood solutions that switch activated generators to a stopped status will not be created. Through this operation, the number of neighborhood solutions calculated is reduced.
Area Selection and Example of Numerical Calculation
Numerical calculation is carried out using the methods proposed so far until Section 3 and the validity of the method is examined. The system capacity, transmission capacity, authorized PV installation amount, PV introduction situation and connectable amount of each region in Japan refers to [26] and are shown in Figure 5 . In the Kyushu region, the PV introduction is about 4 GW at the end of 2014, which is about 20% of the system capacity of about 20 GW. The authorized PV installation amount is 18 GW, which is almost the same as the system capacity. Furthermore, since the transmission capacity with other power generators is also small, it is assumed that the system operation becomes difficult in the near future compared to other areas, and the suppression of PV output is required. Therefore, in this study, the numerical calculation is applied for the Kyushu region.
Conditions of Numerical Calculation
The monthly total output of inflow-and dam-types of hydro power, pumped storages, geothermal power and nuclear power in the Kyushu region and the electric power demand per hour are based on the actual data published in 2014 [26] .
The hourly PV output is estimated from solar radiation data of the Japan Meteorological Agency using the method used in [27] . 1-hour data of seven total solar radiation amounts for each prefecture in the Kyushu region are used, as shown in Figure 6 . The configuration of the PV system is assumed to be south oriented with the inclination angle of 30 • and PV output is assumed to be uniformly introduced.
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In the Kyushu region, the PV introduction is about 4 GW at the end of 2014, which is about 20% of the system capacity of about 20 GW. The authorized PV installation amount is 18 GW, which is almost the same as the system capacity. Furthermore, since the transmission capacity with other power generators is also small, it is assumed that the system operation becomes difficult in the near future compared to other areas, and the suppression of PV output is required. Therefore, in this study, the numerical calculation is applied for the Kyushu region.
The hourly PV output is estimated from solar radiation data of the Japan Meteorological Agency using the method used in [27] . 1-hour data of seven total solar radiation amounts for each prefecture in the Kyushu region are used, as shown in Figure 6 . The configuration of the PV system is assumed to be south oriented with the inclination angle of 30° and PV output is assumed to be uniformly introduced. The type and number of generators existing in the Kyushu region have been published in [28], but it does not include the generator characteristics such as fuel cost function and start-up cost. In the numerical calculation, the average fuel cost of various generators [29,30] and the modified Institute Of Energy Economics Japan (IEEJ) power system standard model [31] are used. The characteristic values of each generator are shown in Table 1 . The type and number of generators existing in the Kyushu region have been published in [28], but it does not include the generator characteristics such as fuel cost function and start-up cost. In the numerical calculation, the average fuel cost of various generators [29, 30] and the modified Institute Of Energy Economics Japan (IEEJ) power system standard model [31] are used. The characteristic values of each generator are shown in Table 1 . 
Numerical Results
Year-round numerical calculations are carried out under the conditions of calculation described in Section 4.1. However, the capacity of the nuclear power plant is set at 2.35 GW, and the operation rate is made constant with reference to 80% [32] , which is the average operation rate of domestic pressurized water nuclear power plants before the Great East Japan Earthquake. Moreover, the PV introduction amount is assumed to be 8.17 GW as the connectable amount in Kyushu Electric Power [33] . Figures 7 and 8 show the calculation results extracted for the golden week holidays (29 April to 5 May 2014) with low power demand and relatively high PV output in the intermediate period. In Figures 7 and 8 , the ordinate and abscissa indicate the amount of electric power and the time, respectively. Figure 7 shows the total generated electricity including PV and the like. Figure 8 shows the amount of power generated by various thermal power generators and pumped storage, and breakdown of the total firepower is shown in the grey area in Figure 7 .
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Year-round numerical calculations are carried out under the conditions of calculation described in Section 4.1. However, the capacity of the nuclear power plant is set at 2.35 GW, and the operation rate is made constant with reference to 80% [32] , which is the average operation rate of domestic pressurized water nuclear power plants before the Great East Japan Earthquake. Moreover, the PV introduction amount is assumed to be 8.17 GW as the connectable amount in Kyushu Electric Power [33] . Figures 7 and 8 show the calculation results extracted for the golden week holidays (29 April to 5 May 2014) with low power demand and relatively high PV output in the intermediate period. In  Figures 7 and 8 , the ordinate and abscissa indicate the amount of electric power and the time, respectively. Figure 7 shows the total generated electricity including PV and the like. Figure 8 shows the amount of power generated by various thermal power generators and pumped storage, and breakdown of the total firepower is shown in the grey area in Figure 7 . The obtained numerical calculation results satisfy all the constraint conditions, and it is considered that reasonable results are obtained because the thermal power generators are started in the order of the lowest fuel cost. In the calculation results, in that week, the PV output gives a surplus The obtained numerical calculation results satisfy all the constraint conditions, and it is considered that reasonable results are obtained because the thermal power generators are started in the order of the lowest fuel cost. In the calculation results, in that week, the PV output gives a surplus of 2% in terms of electricity ratio. Part of the surplus electricity is used as a pumping power to reduce its extent. However, in the case of this calculation, since the operation plan is drawn up with the upper limit value of the generated electricity amount of the pumped storage according to the actual result, the reduction of the electric power surplus is not sufficient.
Calculation of the numerical values is performed under the conditions that the PV capacity is set at 4,080,000 kW and the nuclear power plant is stopped. This is almost the same with the actual operation condition in 2014 [32] . As the results of calculation, the calculated electricity amount for thermal power generators and others (including pumped storages) are 50.2 and 27.9 TWh, respectively. On the other hand, the actual amount of electricity by thermal power generators and others were 50.4 and 27.8 TWh, respectively. Therefore, the accuracy of the performed numerical calculation is very high (99.6%) for both thermal power generators and other generators. In addition, regarding the operating rate of thermal power generators, the numerical calculation also shows very high similarity with the actual value, which are 63.21% and 63.43%, respectively.
It is understood that the actual value in 2014 and the value obtained by numerical calculation are substantially the same. As a result, it can be considered that reasonable calculation results are obtained by the constructed model and simulator. Furthermore, the execution time on an Intel core i7 3.4 GHz memory 8 GB PC is about 8 h.
Year-Round Evaluation by the Proposed Method
Using the method proposed up to the Section 4, now year-round evaluations of operating rates and operational costs of thermal power generators are performed.
Explanation of Parameters
To perform year-round evaluation using the proposed method, the installed capacity of the nuclear power plant, the introduction amount of PV and the coefficient of LFC constraint for PV fluctuation are used as parameters to compare and study the annual operational costs, etc.
The PV introduction amount of 8.17 GW is considered as 100%. The total capacity of the nuclear power plants that could operate in 2016 is 4.7 GW, which is assumed to be 100% of the nuclear capacity. Supposing that the assumed lifetime is 40 years after construction, the reactors will be decommissioned in 2030, the remaining capacity is 2.35 GW and the nuclear capacity is 50%. This is considered as the base case. The annual operating rate is assumed to be 80% and the LFC coefficient y for PV in LFC constraint is set to 5% [7] .
By changing these three parameters as shown in Table 2 , the annual operating rate and the annual operational cost are examined. In Table 2 , the shaded central parameters constitute the base case. Figure 9 summarizes the results of calculating a total of 35 cases using nuclear capacity and PV introduction amount as parameters. With the increase of PV introduction amount, the PV surplus rate increases. Furthermore, since the nuclear power plant is assumed to have a constant output, as the nuclear capacity increases, the adjustment allowance of the thermal power generators is jeopardized, and thereby the PV surplus rate also increases proportionately.
Energies 2017, 10, 738 13 of 19 nuclear capacity increases, the adjustment allowance of the thermal power generators is jeopardized, and thereby the PV surplus rate also increases proportionately. Figure 9 . The correlation among PV suppression rates, PV installation, and nuclear power capacity from total calculation of 35 cases (△ and ○ are the PV introduction upper limit for each corresponding conditions).
In the future, when increasing the PV introduction amount, in order to make effective use of the PV output, it is useful to review the rated output constant operation of the nuclear power plant. Furthermore, when both the nuclear capacity and PV introduction amount are 100%, a surplus PV output is generated. It is understood that the PV connectable amount (equivalent to 100%) assumed by the electric power company is based on the premise that almost the totality of the existing nuclear power plants are in operation. Assuming that a PV surplus rate of the same level as the power company's assumption is allowed, if the nuclear power plant is decommissioned as specified and halved by 2030, the PV introduction upper limit will be increased by about 1.5 times (From "△" to "○" in Figure 9 ). Figures 10 and 11 show the results of numerical calculation of the Base case and when the PV introduction amount is increased to 200% as an extreme example, respectively. Since the PV output is higher in daytime, the circle in Figure 11 indicates that the operational cost of coal-fired power generator, which is inherently low in fuel cost and desired to operate at constant rated power, is decreasing. In order to utilize the PV output, the output of coal-fired power generator which is an inexpensive power generator is reduced, the average electricity generation price of the thermal power generator at 12 o'clock increases from 4.65 JPY/kWh to 5.49 JPY/kWh, and the average generation price rises by about 18%. The reason is that in an environment where PV is massively introduced, the thermal power generator is in the state of partial load operation and the power generation efficiency is lowered. In the future, when increasing the PV introduction amount, in order to make effective use of the PV output, it is useful to review the rated output constant operation of the nuclear power plant. Furthermore, when both the nuclear capacity and PV introduction amount are 100%, a surplus PV output is generated. It is understood that the PV connectable amount (equivalent to 100%) assumed by the electric power company is based on the premise that almost the totality of the existing nuclear power plants are in operation. Assuming that a PV surplus rate of the same level as the power company's assumption is allowed, if the nuclear power plant is decommissioned as specified and halved by 2030, the PV introduction upper limit will be increased by about 1.5 times (From " " to " " in Figure 9 ). Figures 10 and 11 show the results of numerical calculation of the Base case and when the PV introduction amount is increased to 200% as an extreme example, respectively. Since the PV output is higher in daytime, the circle in Figure 11 indicates that the operational cost of coal-fired power generator, which is inherently low in fuel cost and desired to operate at constant rated power, is decreasing. In order to utilize the PV output, the output of coal-fired power generator which is an inexpensive power generator is reduced, the average electricity generation price of the thermal power generator at 12 o'clock increases from 4.65 JPY/kWh to 5.49 JPY/kWh, and the average generation price rises by about 18%. The reason is that in an environment where PV is massively introduced, the thermal power generator is in the state of partial load operation and the power generation efficiency is lowered. 
Effect of PV Introduction Amount
Impact of the Intensity of LFC Constraints
Based on the results in Section 5.3, the impact of the intensity of LFC constraints on the hourly load factor of the generator is examined. Figures 12 and 13 show the calculation results when the LFC constraint y is 0% and 10% from the base case, respectively. 
Based on the results in Section 5.3, the impact of the intensity of LFC constraints on the hourly load factor of the generator is examined. Figures 12 and 13 show the calculation results when the LFC constraint y is 0% and 10% from the base case, respectively. Comparing Figures 10 (base case) and 12 (10% LFC constraint), the load factor (ocher line) of the oil-fired power plant that operates at 10% or less during the day in Figure 10 is nearly 0% as shown in the circle in Figure 12 . On the other hand, when comparing the result of Figures 10 and 13 (10% LFC constraint), the load factor of the oil-fired power plant at daytime marked with red in Figure 13 is high. The reason is that the number of generators to be secured for compensating the output fluctuation varies depending on the intensity of LFC constraint with respect to the short-time fluctuation of PV output. This indicates that it is necessary to operate a generator with high fuel cost if the LFC constraint is overestimated.
Impact of LFC Constraints on Operational Costs
The annual operational costs are examined using the PV introduction amount and the intensity of LFC constraints as parameters. The results of calculating 35 cases in total are summarized in Figure  14 and Table 3 . Table 3 shows the operational cost based on the results of numerical calculations shown in Figure 14 . Regarding the generator parameters used for this numerical calculation, when the PV introduction rate is 50% (shaded portion in Table 3 ), by changing the LFC constraint y from 0% to 5%, the annual operational cost increases from about 254 billion JPY to about 270 billion JPY, meaning an increase of about 16 billion JPY and a proportion of about 6%. This can be considered as a resource for controlling 5% of the LFC constraint by a power generator other than the thermal power generator of the electric power company. Likewise, considering a PV introduction rate of 200%, the sum is about 49 billion JPY annually, about 22% of the annual operational cost. Taking into account the depreciation period, possibilities have been identified to create resources for covering costs of electricity storage facilities, demand response, etc. Comparing Figure 10 (base case) and Figure 12 (10% LFC constraint), the load factor (ocher line) of the oil-fired power plant that operates at 10% or less during the day in Figure 10 is nearly 0% as shown in the circle in Figure 12 . On the other hand, when comparing the result of Figures 10 and 13 (10% LFC constraint), the load factor of the oil-fired power plant at daytime marked with red in Figure 13 is high. The reason is that the number of generators to be secured for compensating the output fluctuation varies depending on the intensity of LFC constraint with respect to the short-time fluctuation of PV output. This indicates that it is necessary to operate a generator with high fuel cost if the LFC constraint is overestimated.
The annual operational costs are examined using the PV introduction amount and the intensity of LFC constraints as parameters. The results of calculating 35 cases in total are summarized in Figure 14 and Table 3 . Table 3 shows the operational cost based on the results of numerical calculations shown in Figure 14 . Regarding the generator parameters used for this numerical calculation, when the PV introduction rate is 50% (shaded portion in Table 3 ), by changing the LFC constraint y from 0% to 5%, the annual operational cost increases from about 254 billion JPY to about 270 billion JPY, meaning an increase of about 16 billion JPY and a proportion of about 6%. This can be considered as a resource for controlling 5% of the LFC constraint by a power generator other than the thermal power generator of the electric power company. Likewise, considering a PV introduction rate of 200%, the sum is about 49 billion JPY annually, about 22% of the annual operational cost. Taking into account the depreciation period, possibilities have been identified to create resources for covering costs of electricity storage facilities, demand response, etc. 
Conclusions
A weekly unit commitment schedule (start/stop planning) for thermal power generator and pumped storages has been modeled and also calculated for 1 year (52 weeks, a year-round evaluation). To solve the generator start/stop planning problem, the proposed method solves both the operation planning problem for the thermal power generators and the output decision problem for the pumped storages.
The proposed method is also able to evaluate the changes in annual operational costs and changes in generator operating rate, depending on the PV introduction rate, the capacity of nuclear power plant facilities and LFC constraints. It is demonstrated that the proposed method can analyze a one-year evaluation within practical time. Numerically, the accuracy of the calculation using the proposed approach is about 99.5% for the evaluated Kyushu region. In addition, by assuming LFC constraints to cope with PV output fluctuations, the impact of the intensity of LFC constraints on the operational cost of the thermal power generator has been elucidated. The increment of the operational cost of the power supply with increasing PV introduction amount has been shown in concrete terms. By changing the LFC constraint of 0% to 5%, the annual operational costs in case of PV introduction rates of 50% and 200% increase from 254 to 270 billion JPY (6%), and from 177 to 226 billion JPY (22%), respectively.
If the adjustment power (LFC constraint) for the PV output fluctuation is overestimated on the side of the electric power system, the surplus of PV output increases. Therefore, even if PV introduction amount is increased further, the extent of contribution of thermal power generators to the reduction of fuel consumption is small.
Since the operation of the pumped storages is formulated based on the actual value in 2014, future tasks include the reduction of annual operating rate to as low as 0.7%. To consider the reduction of the PV output surplus, etc. by raising the operating rate, the operational costs and the PV surplus rate are the subject of studies using the pumped storage operation rate as a parameter.
In addition, the proposed approach can also be applied to other electric power markets. Especially, it will be effective for a markets with high share of wind and/or without any nuclear power plant. In addition, it also applicable for biomass power generator, although the priority between conventional thermal and biomass power generators may not be able to be determined only using cost analysis, but also other factors, such as CO2 minimization, etc. 
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